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GLASS FRAGMENTATION TEST
FOR LED STREET LIGHTING LUMINAIRE

e Customer : TEBA for development industries

e Intenational standards

— BS/EN 12151-1
— BS/EN 12150-1
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e The luminaire data: 350051 Zng
44

— STREET LED LUMINAIRE
100W/150W
TEBA UNITED

CODE: 8100/8150 | ERC - CUFE

e The glass sample tested:

—  THICKNESS = 4mm - WIDTH = 192mm - LENGTH =260mm

e Test Results

Themm No. of total Min. Result
fragments requirement
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ERC

Energy Research Center
Faculty of Engineering - Cairo University

IMPACT PROTECTION RATINGS (IK) RATING
of LED STREET LIGHTING LUMINAIRE

e Customer - TEBA for development industries
e Intenational standards

— IEC 62262:2002

Degrees of protection provided by enclosures for electrical equipment against
external mechanical impacts (IK code)

o Sample Tested:

— STREET LED LUMINAIRE
— 100W/150W
— TEBA UNITED

— CODE: 8100/8150

e Test Results

ﬁtem Testing Result |
IK Rating IK08 Compliant with the classification
declared by the manufacturer
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Ingress Protection (IP) Rating of led street lighting

e Customer

luminaire

- TEBA for development industries

o Intenational standards

_ IEC 60529:1989 +A1:1999+A2:2013
Degrees of protection provided by enclosures (TP Code)

o Sample Tested:

— STREET LED LUMINAIRE

- 100W/150W
— TEBA UNITED

— CODE: 8100/8150

o Test Results

Item

Measured Value

Result

IP degree of protection

P65

Compliant with the classification
declared by the manufacturer
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